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BUSHING PER NEC 300.5(H)

NOTES:
1. METER SOCKET MAY BE CONNECTED TO AN EXTERNAL GROUND ROD, IF REQUIRED
BY LOCAL INSPECTION AUTHORITY.

2. FOR CUSTOMER/COMPANY RESPONSIBILITIES SEE COMPANY SPECIFIC SERVICE GUIDE EXHIBIT 19.

B 3. CUSTOMER SHALL PROVIDE GROUND MOVEMENT PROTECTION PER NEC 300.5(J) TO PREVENT
DAMAGE DUE TO SETTLEMENT OR FROST HEAVES. THE COMPANY RECOMMENDS THE USE OF A
SLIP JOINT CONDUIT PRODUCT SUCH AS RIZZCON SAFETY SLIP.
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